f Y Line Weight Line Weight f i)
Description e Type | NEW | ~iis Toe | LXisting
X . 1 0
Backflow Prevention Device N/ e N/A _ __I—OO_I_ _
Blow Off, Flushing Hydrant 1 =m>A 0o ___|
or Drain Valve Assembly N/A N/A
X N . 1 0
Corrosion Monitoring Test Station N/A E N/A . E .
. 1 0
Fire Hydrant N/ _‘_ N/A .(b_
House Connection Sewer - -—:1— — = HCS - __TO__ — = }"HC—S"‘ -
Continuous Continuous
. 1 0
Manhole, Reclaimed Water —TX /X — TN /K -
1 0
Manhole, Water -— -I_‘I-/X _— = - E/X —_=
. 1 0
Manhole, with Valve N/A N/A
. 1 ® 0
Pump Station, Booster N/A A N/A 2
. . 1 0
Pump Station, Reclaimed Water N/A ? N/A g
1 0
Reducer or Increaser - E/X - + - 77 '{>‘ -
1 . 0 _—
mg  |e=—ee— —— | e —_—
Steel Casing Cont./Dashed2 = Cont./Dashed2|  t---1
. 1 - 0 T
Tapping Sleeve and Valve Continnons _:@— Continuous _;®"
Tee, Cross, Bends and S S e RS R P o _ _
Existing Wye Continuous :EI &I -LI Continuous :E' e_f' T_| FA\"
Valve, Air Release N/A N/A . L
Valve, Air Release and . 0 ®»w o _ _ E
Reclaimed Water Continuous | R Continuous | ___ R__
U B ___o B
Valve, Butterfly N/A ——(D— N/A _®_ _
Valve, Check ___1r N .0 _ N
(arrow in direction of flow) N/A %, N/A @
. 1 _8_ (0]
Valve, Isolation N/A N/A _8_
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4 Description _h%:_e_WTE;%l'elt_ New —ml—?:-e—w,—r‘i;i—:t Existing
Valve, Pressure Reducing 1 N 127 __ o 1 _D_1 2”
(show size & direction of flow) N/A —PRV i} N/A — PRV ”
talve Fressure Redweing Wogpen 1 __| o Balh| 0 T | ol udk
Valve, Reclaimed - -E}I —— —®R_— _— Eg—A— —_—] — _®B -
Valve, Water _— -ﬁ}-z- —_—— —@—— S i}.&. —_— — _®_ -
Water Line ~Gormons ~ Dmhed ~| W~
Water Line (Abandoned) - T)a-;ll{gdg —|====ABAN=-===|— "13512&2_ —|-——-ABAN----
(cover sheet. oaly) ~— e T e e
Water Line, Reclaimed —CFnTi:IEo'Js_ —R— |- EE(;ZZI |- cp— —g" -
Water Meter and Box -— }T}K _—— [ | - — 31"21( —_— |

NOTES:

IMPROVEMENT, DETAIL 100.

1. THE SIZE OF THE SYMBOLS ILLUSTRATED ON THIS DETAIL REPRESENTS THE ACTUAL SIZE
AS DRAFTED ON A 1”=40" SCALE DRAWING.

2. ALL OTHER PLAN SYMBOLS SHALL CONFORM TO PC/COT STANDARD DETAILS FOR PUBLIC
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