Metropolitan Domestic Water Improvement District
Supplemental Specifications and Details
2016 Edition

Engineering Directive No.: { 02-2021 ‘ \ Effective Date: | May 19, 2021

SUBJECT: DRAIN VALVE ASSEMBLY (DVA), STANDARD DETAILS MW-400 (EXISTING
CONSTRUCTION) & MW-405 (NEW CONSTRUCTION)

APPENDIX A APPROVED MATERIALS, METER BOXES FOR DVA ONLY

PURPOSE: This Directive is intended to clarify the make and model for the meter box and lid to be
used for drain valve assembly installations.

GENERAL: Metro Water Supplemental Standard Detail MW-400, Standard Detail MW-4035, and
Appendix A - Approved Materials shall be revised as follows: Meter box and 1id for
drain valve assemblies shall be Oldcastle Model B1324 meter box, or approved equal.

AUTHORITY:  Arizona Revised Statutes, Sections 48-901 through 48-1018, inclusive.

PROCEDURE: All meter boxes for drain valve assemblies installed after the effective date shall meet
the requirements of this Directive.

PROCEDURAL RESPONSIBILITY: The District Engineer for Metropolitan Domestic Water

Improvement District or their designated representative is responsible for the
enforcement of this Directive and the associated standards.

RECOMMEND CONCUR

imothy J. Dinkel, P.E. Sheila M. Bowen, P.E.
Engineering Manager District Engineer



